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STATEMENT OF WORK 

1500KVA TRANSFORMER TANK REPLACEMENT AND SUBSTATION PAINTING 
 

DESCRIPTION:  This work description applies to the PowerCon 1500kVA substations.  Each 
substation shall have a new transformer tank constructed, all transformers and transformer 
bushings shall be re-qualified, and each substation shall be painted.  The transformer assembly 
shall be tested and certified for continued in-service use. Each transformer/transformer core shall 
undergo a dehydration process.  Transformer bushings sha ll be inspected and tested to verify 
suitability for continued in-service use.  The contractor is required to submit an outline of the 
process by which the contractor intends to dry the transformer/core and all tests that shall be 
performed on the transformer/core assembly.  Each substation shall be fitted with a new 
transformer tank, radiator assembly, auxiliary devices (item 3.1), data plates, tap-changers, and 
filled with new mineral oil.  Except where indicated in item 1.2, the substations shall maintain 
their current configuration, capabilities, and lifting scheme.  All doors and openings shall be 
fitted with new seals.  All rust shall be removed from the external surfaces of the substation and 
the entire exterior of the substation shall be re-painted.  Contractor shall be responsible for 
transportation costs of substation to and from contractor’s facilities as well as costs to offload 
and load the substation at contractor’s facilities.  The substation shall be delivered to the 
designated Government facility no more than 90 days after receipt of the unit.  

 
1.0 STAGE 1 
 
1.1 PRE-TEST:  Upon receipt of the substation, contractor shall perform, as a minimum, 

baseline testing as described in ANSI/IEEE C57.12.00-1987 Table 16 for liquid- immersed 
transformers.  Contractor shall perform those tests indicated under the heading of ‘Routine’.  
Contractor shall comply with ANSI/IEEE C57.12.90-1987 methods for testing of liquid-
immersed power transformers. 

 
 
1.2 TRANSFORMER TANK ROOF/ACCESS MODIFICATION:  The contractor shall 

modify the existing design of the transformer tank roof as specified herein (1.2A, 1.2B).  The 
transformer tank and manholes shall be built in accordance with ANSI/IEEE C57.12.10-1988 
design standards.  The contractor is required to submit detailed drawings and justifications 
for proposed solution.  Scope of work includes the following: 

 
A. The contractor shall modify the pitch of the roof to allow for rain run-off to minimize 

corrosion.  The proposed design of the transformer tank roof shall not affect any 
components attached to the transformer tank in both staged or in-service 
configuration.  Modification of the transformer roof shall not affect the capabilities of 
the transformer assembly.   

 
B. The transformer cover shall have no less than two bolt on type manholes.  The 

gasketed manholes shall be sized and located to facilitate internal inspection and 
replacement of components such as bushings, tap changers, and selector switches.   
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C. Contractor shall deliver engineering drawings and associated parts list, both hard 
copy and digital format, of the modified transformer tank to the Contracting Officer 
no later than 30 days after delivery of the first completed substation.  All drawings 
and associated parts list shall be prepared by computer-aided design/drafting 
(CADD).  Digitized engineering drawings and associated parts lists shall be 
compatible with AutoCAD Standard Version Release 12.  Hard copy engineering 
drawings and associated parts list shall be printed on 34 by 24- inch D-size flat paper.  
Engineering drawings and associated parts list shall be produced in accordance with 
MIL-STD-100G. Submittal of finalized engineering drawings pertains to completion 
of the first unit only and does not pertain to the remaining eleven units.  The 
remaining transformer tanks shall be built in accordance with the finalized 
engineering drawings.  
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1.3 All relative prints, diagrams, and parts data of the original transformer will be made available 

to the contractor.  The contractor shall inform the Contracting Officer, in writing, of any and 
all required changes that deviate from the contractor’s original proposal for approval. 

 
1.4 RECOMMENDATION:  Upon completion of pre-testing, the contractor shall submit a 

baseline test report summary and a Recommended Plan of Action, based on pre-test data, to 
the Contracting Officer no later than 10 working days after completion of Stage 1 testing.  
The Contracting Officer shall provide written notice to the contractor, within 20 days of 
receipt of the test reports and Recommended Plan of Action, of the governments intent to 
follow contractors recommended action, re-test, or return the unit to the government. The 
contractor’s base line test report and Recommended Plan of Action will be the basis for 
Contracting Officers decision. 

 
 
2.0 STAGE 2   
 
2.1 TRANSFORMER DEHYDRATION:  The contractor shall be solely responsible for the 

removal and lawful disposal of transformer oil.  Contractor shall remove the 
transformer/core, and associated components, from the transformer tank. The contractor’s 
proposal shall outline the process by which the contractor intends to dry the transformer/core 
and all tests that shall be performed on the transformer/core assembly during the drying 
process.  The contractor shall monitor and record the insulation power factor and/or any 
measurements/tests performed during the dehydration processes that indicate the quality of 
the transformer/core insulation, windings, and transformer/core moisture levels.  The 
contractor shall submit, to the Contracting Officer, a detailed report indicating the state of the 
transformer/core assembly gathered from data taken during the drying process.  The report 
shall include data taken during the drying process and contractor’s recommendations and/or 
solutions. The reports shall be submitted no later than 10 days upon the completion of the 
transformer dehydration process. 

 
 
 
 
 
2.2 TANK CONSTRUCTION:  The contractor shall be solely responsible for the removal and 

lawful disposal of the transformer tank.  All permanently removed mechanical/electrical 
devices shall be packaged and returned to the government at the address indicated in item 
4.3.  All components or parts permanently attached to the tank assembly shall be considered 
part of the transformer tank.  Except where indicated in the item 1.2, a new transformer tank 
shall be constructed and shall be identical to the old tank.  Except where indicated in item 
1.2, the new transformer tanks shall maintain their current configuration, capabilities, and 
lifting scheme.   

 
 
3.0 STAGE 3 
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3.1 ASSEMBLY:  The contractor shall retank and re-assemble the transformer using newly 

purchased components and auxiliary devices as listed below.  The contractor shall purchase 
components and devices of the same make and model as the original.  If an existing 
component or device is found to be obsolete or discontinued, the contractor shall submit in 
writing to the Contracting Officer for approval, a recommended replacement component that 
is equal to or better than the original component or device.  All authorized components shall 
be utilized on all future substation assemblies.  The contractor shall supply the Contracting 
Officer with original manufacturer data sheets and component nomenclature for authorized 
non-original components and auxiliary devices 30 days after delivery of the first unit.  New 
components or devices shall consist of: 

 
? Radiator assembly   ? Nameplates (stainless, non-corrosive)   
? Pressure gauge/regulator  ? Valve assemblies   
? Temperature gauge    ? Liquid level indicator              
? External/exposed bus work  ? Mechanical pressure relief device 
? Bushings (if required)   ?Access covers and associated components 
? Fan mounting brackets   ? Gaskets (access covers, LV and IV throat 
                        connection, switchgear doors)  
 

3.2 REPAIR/PAINT:  The contractor shall remove all rust from substation external surfaces, 
re-align substation doors, and repair dents.  All measuring/sensing devices shall be masked 
off prior to paint application.  All plastic safety signs shall be removed and discarded. The 
contractor shall remove and discard all vinyl identification lettering, numbering, and decals.  
Contractor shall paint all exterior surfaces, doorjambs, cover jambs, and interior side of 
doors and covers.  All surfaces to be painted shall receive a suitable  rust- inhibiting primer 
treatment of not less than 2 mils prior to application of the topcoat.  The contractor shall use 
a suitable primer as recommended by the paint manufacturer.  The contractor shall paint the 
substation using gray polyurethane enamel Dupont IMRON?  333 or an equivalent paint 
approved by the Contracting Officer.  The paint shall have a thickness of not less than 3 
mils. 

 
 
 
 
3.3 IDENTIFICATION MARKINGS:  Upon completion of repairs and paint, the contractor 

shall attach nameplates, data plates, unit identification markings, and decals.  Data plates and 
nameplates shall be attached utilizing rivets.  Unit identification markings shall be applied 
using 4” black vinyl lettering/numbering and shall be placed at their original location.  The 
government shall supply the contractor with NAVFAC decal.   

 
3.4 TRANSFORMER TANK OIL/LEAK CHECK:  The contractor shall vacuum-fill the 

transformer tank, at 10psi, with new mineral oil.  The vacuum shall be maintained by 
continuous pumping for at least four hours. Transformer mineral oil shall contain no PCB’s 
and meet the requirements of ASTM D3487-81 [47].   The transformer tank shall be tested 
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to ensure standards set forth in ANSI/IEEE C57.12.10-1988 (5.8.1 Tanks) are met.  Finally, 
the gas space in the unit shall be pressurized at 5 PSI with dry nitrogen.  The gas pressure 
and ambient temperatures shall be monitored for a period of approximately 24 hours.  If a 
significant drop in pressure during the 24-hour period results, without an accompanying 
decrease in ambient temperature, the tank shall be re-pressurized at 5 PSI and checked for 
leaks.  The contractor shall repair all leaks and perform a 24-hour leak test until no 
significant drop in tank pressure results without a significant decrease in ambient 
temperature.  Contractor shall submit a test report (data and procedures) to the Contracting 
Officer no later than 10 working days upon completion of the transformer tank oil/leak 
check.   

  
3.5 The contractor shall place a vacuum of 2 psi on the transformer headspace and shall 

pressurize the headspace at 2-3psig with dry nitrogen. 

 
 
4.0 STAGE 4 
 
4.1 FINAL TESTING:  The contractor shall give the Contracting Officer 30 day’s written 

notice prior to the start of final testing.  The Contracting Officer or Contracting Officer 
Representatives shall witness final testing.  Testing shall be performed on the transformer 
and transformer auxiliary devices.  Contractor shall perform, as a minimum, testing as 
described in ANSI/IEEE C57.12.00-1987 Table 16 for liquid- immersed distribution 
transformers.  Contractor shall perform those tests indicated under the heading of ‘Routine’ 
and ‘Other’, excluding impedance and impulse testing.  Contractor shall comply with 
ANSI/IEEE C57.12.90-1987 methods for testing liquid- immersed power transformers.  The 
contractor shall provide to the Contracting Officer with detailed test procedures and results of 
auxiliary device tests as well as an official contractor certified test report certifying the 
transformer. Repair or replacement of any faulty component, system, or subsystem, as 
indicated by testing, shall be fully retested in accordance with test procedures at the 
contractors expense prior to government acceptance of such equipment. 

 
 
 
 
 
 
4.2 WARRANTY:  The manufacturer’s warranty for defects in material and workmanship shall 

be provided with each transformer assembly.  All newly installed devices and components 
must be warranted a minimum of 12 months after Government acceptance.  Contractor shall 
make available all non-original components for a period of one year after delivery of last 
unit. 
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4.3 DELIVERY SCHEDULE AND SHIPPING ADDRESS:  The substation shall be delivered 
to the government no more than 90 days from receipt of the unit at contractor’s facilities.  
Substations shall be shipped to the following address: 

 
U.S. Naval Construction Battalion Center 
Mobile Utilities Support Equipment Division Code N33E 
Bldg. 1360 
Port Hueneme, CA 93043 
Attn:  CE1 Frando, telephone (805) 982-5323 
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SECTION D Packaging and Marking  
  
  
   
SECTION D – PACKAGING AND MARKING 
 
 
D.1 PREPARATION FOR DELIVERY 
 
All material to be delivered hereunder shall be afforded the degree of packaging (preservation 
and packing) required to prevent deterioration and damages due to the hazards of shipment, 
handling, and storage.  Best commercial practices will be accepted. 
 
D.2 PROHIBITED PACKING MATERIALS 
 
The use of asbestos, excelsior, newspaper, or shredded paper (all types including waxed paper, 
computer paper, and similar hydrosopic or non-neutral material) is prohibited.  In addition, loose 
fill polystyrene is prohibited for shipboard use. 
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SECTION E Inspection and Acceptance  
  
  
INSPECTION AND ACCEPTANCE TERMS  
 
Supplies/services will be inspected/accepted at:  
 

CLIN  INSPECT AT  INSPECT BY  ACCEPT AT  ACCEPT BY  
0001  Destination   Government  Destination   Government  
0002  Destination   Government  Destination   Government  
0003  Destination   Government  Destination   Government  
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SECTION F Deliveries or Performance  
  
  
DELIVERY INFORMATION  
 
  

CLINS  DELIVERY DATE  UNIT OF 
ISSUE  

QUANTIT
Y  

FOB  SHIP TO ADDRESS  

0001    Each   4.00  Dest.  N62583  
SEABEE LOGISTICS CENTER 
CM1 ERIK JENSEN  
N33 - MUSE BUILDING 1360 
1000 23RD   
AVENUE SUITE 3  
PORT HUENEME CA  93043-
4426  

0002    Each   4.00  Dest.  Same as CLIN 0001  
0003    Each   4.00  Dest.  Same as CLIN 0001  
   
 
   
NOTE: 
 
CONTRACTOR HAS SEVEN (7) WORKING DAYS AFTER ISSUANCE OF EACH 
DELIVERY ORDER TO TRANSPORT UNIT.   
 
CONTRACTOR DELIVERY TO THE GOVERNMENT IS 90 CALENDAR DAYS 
AFTER RECEIPT OF UNIT.   
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SECTION G Contract Administration Data  
  
  
ACCOUNTING AND APPROPRIATION DATA  
 

      
AA:  1711804.KC6C 252 62583 068894 2D C30006  625831FXM0AQ  
AMOUNT:   $50,000.00    
         
FUNDING   JOB ORDER NO  QUANTITY  
ACRN: AA       
AMOUNT:       

  
   
CLAUSES INCORPORATED BY REFERENCE:  
 
  

52.202-1  Definitions  OCT 1995    
   
 
INVOICES ARE TO BE SUBMITTED TO THE FOLLOWING ADDRESS (1 Original and 1 
Duplicate Original): 
 

Naval Facilities Engineering Command 
Contracts Office. NF22, Bldg. 41 
NAVFACENGCOMDET-NFI 
3502 Goodspeed Street, Suite 2 
Port Hueneme, CA 93043-4337 
 

G.1 FIRM FIXED PRICE-IDIQ CONTRACT 
 
This is a firm-fixed price indefinite delivery/indefinite quantity (FFP-IDIQ) contract.  Individual 
delivery orders may be issued under this contract on either a term or completion form basis.  The 
Contractor shall, in accordance with orders issued by the Contracting Officer, perform within the 
parameters of the Statement of Work defined in Section C herein. 
 
G.2 5252.216-9312 MINIMUM AND MAXIMUM QUANTITIES (JUNE 1994) 
 
As referred to in paragraph (b) of FAR 52.216-22, INDEFINITE QUANTITY clause, the 
contract minimum quantity is $50,000.00.  Should the Government fail to place orders totaling 
the amount of the contract minimum quantity, the provisions of Clause FAR 52.249-2 shall apply 
to the unordered amount of the contract minimum quantity.  The maximum quantity shall not be 
exceeded except as may be provided for formal modification to the contract. 
 
The Government anticipates one to four substation repairs procured per year. 
 
The Federal Supply Class/Service Code is 3895. 
The NAICS number is 333999. 
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SECTION I Contract Clauses  
  
  
   
CLAUSES INCORPORATED BY REFERENCE:  
 
  

52.243-1 Alt 
I  

Changes--Fixed Price (Aug 1987) -  Alternate I  APR 1984    

52.247-34  F.O.B. Destination  NOV 1991    
   
 
CLAUSES INCORPORATED BY FULL TEXT  
 
  
52.212-4      CONTRACT TERMS AND CONDITIONS-- COMMERCIAL ITEMS (MAY 
1999)  
 
(a) Inspection/Acceptance. The Contractor shall only tender for acceptance those items that 
conform to the requirements of this contract. The Government reserves the right to inspect or test 
any supplies or services that have been tendered for acceptance. The Government may require 
repair or replacement of nonconforming supplies or reperformance of nonconforming services at 
no increase in contract price. The Government must exercise its post-acceptance rights (1) within 
a reasonable time after the defect was discovered or should have been discovered; and (2) before 
any substantial change occurs in the condition of the item, unless the change is due to the defect 
in the item.  
 
(b) Assignment. The Contractor or its assignee's rights to be paid amounts due as a result of 
performance of this contract, may be assigned to a bank, trust company, or other financing 
institution, including any Federal lending agency in accordance with the Assignment of Claims 
Act (31 U.S.C. 3727).  
 
(c) Changes. Changes in the terms and conditions of this contract may be made only by written 
agreement of the parties.  
 
(d) Disputes. This contract is subject to the Contract Disputes Act of 1978, as amended (41 
U.S.C. 601-613). Failure of the parties to this contract to reach agreement on any request for 
equitable adjustment, claim, appeal or action arising under or relating to this contract shall be a 
dispute to be resolved in accordance with the clause at FAR 52.233-1, Disputes, which is 
incorporated herein by reference. The Contractor shall proceed diligently with performance of 
this contract, pending final resolution of any dispute arising under the contract.  
 
(e) Definitions. The clause at FAR 52.202-1, Definitions, is incorporated herein by reference.  
 
(f) Excusable delays. The Contractor shall be liable for default unless nonperformance is caused 
by an occurrence beyond the reasonable control of the Contractor and without its fault or 
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negligence such as, acts of God or the public enemy, acts of the Government in either its 
sovereign or contractual capacity, fires, floods, epidemics, quarantine restrictions, strikes, 
unusually severe weather, and delays of common carriers. The Contractor shall notify the 
Contracting Officer in writing as soon as it is reasonably possible after the commencement or 
any excusable delay, setting for the full particulars in connection therewith, shall remedy such 
occurrence with all reasonable dispatch and shall promptly give written notice to the Contracting 
Officer of the cessation of such occurrence. 
 
(g) Invoice. The Contractor shall submit an original invoice and three copies (or electronic 
invoice, if authorized,) to the address designated in the contract to receive invoices. An invoice 
must include--  
 
(1) Name and address of the Contractor;  
 
(2) Invoice date;  
 
(3) Contract number, contract line item number and, if applicable, the order number;  
 
(4) Description, quantity, unit of measure, unit price and extended price of the items delivered;  
 
(5) Shipping number and date of shipment including the bill of lading number and weight of 
shipment if shipped on Government bill of lading;  
 
(6) Terms of any prompt payment discount offered;  
 
(7) Name and address of official to whom payment is to be sent; and  
 
(8) Name, title, and phone number of person to be notified in event of defective invoice.  
 
Invoices will be handled in accordance with the Prompt Payment Act (31 U.S.C. 3903) and 
Office of Management and Budget (OMB) Circular A-125, Prompt Payment. Contractors are 
encouraged to assign an identification number to each invoice.  
 
(h) Patent indemnity. The Contractor shall indemnify the Government and its officers, employees 
and agents against liability, including costs, for actual or alleged direct or contributory 
infringement of, or inducement to infringe, any United States or foreign patent, trademark or 
copyright, arising out of the performance of this contract, provided the Contractor is reasonably 
notified of such claims and proceedings.  
 
(i) Payment. Payment shall be made for items accepted by the Government that have been 
delivered to the delivery destinations set forth in this contract. The Government will make 
payment in accordance with the Prompt Payment Act (31 U.S.C. 3903) and Office of 
Management and Budget (OMB) Circular A-125, Prompt Payment. If the Government makes 
payment by Electronic Funds Transfer (EFT), see 52.212-5(b) for the appropriate EFT clause.  In 
connection with any discount offered for early payment, time shall be computed from the date of 
the invoice. For the purpose of computing the discount earned, payment shall be considered to 
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have been made on the date which appears on the payment check or the specified payment date if 
an electronic funds transfer payment is made.  
 
(j) Risk of loss. Unless the contract specifically provides otherwise, risk of loss or damage to the 
supplies provided under this contract shall remain with the Contractor until, and shall pass to the 
Government upon:  
 
(1) Delivery of the supplies to a carrier, if transportation is f.o.b. origin; or  
 
(2) Delivery of the supplies to the Government at the destination specified in the contract, if 
transportation is f.o.b. destination.  
 
(k) Taxes. The contract price includes all applicable Federal, State, and local taxes and duties.  
 
(l) Termination for the Government's convenience. The Government reserves the right to 
terminate this contract, or any part hereof, for its sole convenience. In the event of such 
termination, the Contractor shall immediately stop all work hereunder and shall immediately 
cause any and all of its suppliers and subcontractors to cease work. Subject to the terms of this 
contract, the Contractor shall be paid a percentage of the contract price reflecting the percentage 
of the work performed prior to the notice of termination, plus reasonable charges the Contractor 
can demonstrate to the satisfaction of the Government using its standard record keeping system, 
have resulted from the termination. The Contractor shall not be required to comply with the cost 
accounting standards or contract cost principles for this purpose. This paragraph does not give 
the Government any right to audit the Contractor's records. The Contractor shall not be paid for 
any work performed or costs incurred which reasonably could have been avoided.  
 
(m) Termination for cause. The Government may terminate this contract, or any part hereof, for 
cause in the event of any default by the Contractor, or if the Contractor fails to comply with any 
contract terms and conditions, or fails to provide the Government, upon request, with adequate 
assurances of future performance. In the event of termination for cause, the Government shall not 
be liable to the Contractor for any amount for supplies or services not accepted, and the 
Contractor shall be liable to the Government for any and all rights and remedies provided by law. 
If it is determined that the Government improperly terminated this contract fo r default, such 
termination shall be deemed a termination for convenience.  
 
(n) Title. Unless specified elsewhere in this contract, title to items furnished under this contract 
shall pass to the Government upon acceptance, regardless of when or where the Government 
takes physical possession.  
 
(o) Warranty. The Contractor warrants and implies that the items delivered hereunder are 
merchantable and fit for use for the particular purpose described in this contract.  
 
(p) Limitation of liability. Except as otherwise provided by an express or implied warranty, the 
Contractor will not be liable to the Government for consequential damages resulting from any 
defect or deficiencies in accepted items.  
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(q) Other compliances. The Contractor shall comply with all applicable Federal, State and local 
laws, executive orders, rules and regulations applicable to its performance under this contract.  
 
(r) Compliance with laws unique to Government contracts. The Contractor agrees to comply with 
31 U.S.C. 1352 relating to limitations on the use of appropriated funds to influence certain 
Federal contracts; 18 U.S.C. 431 relating to officials not to benefit; 40 U.S.C. 327, et seq., 
Contract Work Hours and Safety Standards Act; 41 U.S.C. 51-58, Anti-Kickback Act of 1986; 
41 U.S.C. 265 and 10 U.S.C. 2409 relating to whistleblower protections; 49 U.S.C. 40118, Fly 
American; and 41 U.S.C. 423 relating to procurement integrity. 
 
(s) Order of precedence. Any inconsistencies in this solicitation or contract shall be resolved by 
giving precedence in the following order: (1) the schedule of supplies/services; (2) the 
Assignments, Disputes, Payments, Invoice, Other Compliances, and Compliance with Laws 
Unique to Government Contracts paragraphs of this clause; (3) the clause at 52.212-5; (4) 
addenda to this solicitation or contract, including any license agreements for computer software; 
(5) solicitation provisions if this is a solicitation; (6) other paragraphs of this clause; (7) the 
Standard Form 1449; (8) other documents, exhibits, and attachments; and (9) the specification.  
 
(End of clause) 
 
52.212-5     CONTRACT TERMS AND CONDITIONS REQUIRED TO IMPLEMENT 
STATUTES OR EXECUTIVE ORDERS--COMMERCIAL ITEMS (FEB 2001)  
 
(a) The Contractor shall comply with the following FAR clauses, which are incorporated in this 
contract by reference, to implement provisions of law or executive orders applicable to 
acquisitions of commercial items: 
 
(1) 52.222-3, Convict Labor (E.O. 11755). 
 
(2) 52.233-3, Protest after Award (31 U.S.C. 3553). 
 
(b) The Contractor shall comply with the FAR clauses in this paragraph (b) that the Contracting 
Officer has indicated as being incorporated in this contract by reference to implement provisions 
of law or Executive orders applicable to acquisitions of commercial items or components: 
 
(Contracting Officer shall check as appropriate.)  
 
 
 ___ (2) 52.219-3, Notice of HUBZone Small Business Set-Aside (Jan 1999).     
 
 ___ (3) 52.219-4, Notice of Price Evaluation Preference for HUBZone Small Business 
Concerns (Jan 1999) (if the offeror elects to waive the preference, it shall so indicate in its 
offer).     
 
 ___(4) (i) 52.219-5, Very Small Business Set-Aside (Pub. L. 103-403, section 304, Small 
Business Reauthorization and Amendments Act of 1994).     
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 ____(ii) Alternate I to 52.219-5.     
 
 ____(iii) Alternate II to 52.219-5.      
 
X ___ (5) 52.219-8, Utilization of Small Business Concerns (15 U.S.C. 637 (d)(2) and (3)). 
     
 
X ___ (6) 52.219-9, Small Business Subcontracting Plan (15 U.S.C. 637 (d)(4)).      
 
 ___ (7) 52.219-14, Limitations on Subcontracting (15 U.S.C. 637(a)(14)).      
 
 ___(8)(i) 52.219-23, Notice of Price Evaluation Adjustment for Small Disadvantaged Concerns 
(Pub. L. 103-355, section 7102, and 10 U.S.C. 2323) (if the offeror elects to waive the 
adjustment, it shall so indicate in its offer.     
 
 ___(ii) Alternate I of 52.219-23.     
 
 ___(9) 52.219-25, Small Disadvantaged Business Participation Program--Disadvantaged Status 
and Reporting (Pub. L. 103-355, section 7102, and 10 U.S.C. 2323).     
 
 ___(10) 52.219-26, Small Disadvantaged Business Participation Program--Incentive 
Subcontracting (Pub. L. 103-355, section 7102, and 10 U.S.C. 2323).     
 
X ___ (11) 52.222-21, Prohibition of Segregated Facilities (Feb 1999).     
 
X ___ (12) 52.222-26, Equal Opportunity (E.O. 11246).      
 
X ___ (13) 52.222-35, Affirmative Action for Disabled Veterans and Veterans of the Vietnam 
Era (38 U.S.C. 4212).      
 
X ___ (14) 52.222-36, Affirmative Action for Workers with Disabilities (29 U.S.C. 793).      
 
X ___ (15) 52.222-37, Employment Reports on Disabled Veterans and Veterans of the Vietnam 
Era (38 U.S.C. 4212).      
 
 ____(16) 52.222-19, Child Labor--Cooperation with Authorities and Remedies (E.O. 
13126).     
 
 ___ (17)(i) 52.223-9, Estimate of Percentage of Recovered Material Content for EPA-
Designated Products (42 U.S.C. 6962(c)(3)(A)(ii)).     
 
 ___ (ii) Alternate I of 52.223-9 (42 U.S.C. 6962(i)(2)(C)).     
 
X ____(18) 52.225-1, Buy American Act--Balance of Payments Program--Supplies (41 U.S.C. 
10a-10d).     
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 ____(19)(i) 52.225-3, Buy American Act--North American Free Trade Agreement--Israeli 
Trade Act--Balance of Payments Program (41 U.S.C. 10a-10d, 19 U.S.C. 3301 note, 19 U.S.C. 
2112 note).     
 
 ____(ii) Alternate I of 52.225-3.     
 
 ____(iii) Alternate II of 52.225-3.     
 
X ____(20) 52.225-5, Trade Agreements (19 U.S.C. 2501, et seq., 19 U.S.C. 3301 note).     
 
 ____(21) 52.225-13, Restriction on Certain Foreign Purchases (E.O. 12722, 12724, 13059, 
13067, 13121, and 13129).     
 
X ____(22) 52.225-15, Sanctioned European Union Country End Products (E.O. 12849).     
 
X ____(23) 52.225-16, Sanctioned European Union Country Services (E.O.12849).     
 
X ____(24) 52.232-33, Payment by Electronic Funds Transfer--Central Contractor Registration 
(31 U.S.C. 3332).     
 
X ____(25) 52.232-34, Payment by Electronic Funds Transfer--Other than Central Contractor 
Registration (31 U.S.C. 3332).     
 
 ____(26) 52.232-36, Payment by Third Party (31 U.S.C. 3332).     
 
X ____ (27) 52.239-1, Privacy or Security Safeguards (5 U.S.C. 552a).     
 
 ____ (28) 52.247-64, Preference for Privately Owned U.S.-Flag Commercial Vessels (46 
U.S.C. 1241).     
 
(c) The Contractor shall comply with the FAR clauses in this paragraph (c), applicable to 
commercial services, which the Contracting Officer has indicated as being incorporated in this 
contract by reference to implement provisions of law or executive orders applicable to 
acquisitions of commercial items or components:  
 
(Contracting Officer check as appropriate.)  
 
X ____ (1) 52.222-41, Service Contract Act of 1965, As amended (41 U.S.C. 351, et. seq.).     
 
X ____ (2) 52.222-42, Statement of Equivalent Rates for Federal Hires (29 U.S.C. 206 and 41 
U.S.C. 351, et. seq.).     
 
 ___ (3) 52.222-43, Fair Labor Standards Act and Service Contract Act -- Price Adjustment 
(Multiple Year and Option Contracts) (29 U.S.C.206 and 41 U.S.C. 351, et seq.).     
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X ____ (4) 52.222-44, Fair Labor Standards Act and Service Contract Act - Price Adjustment 
(29 U.S.C. 206 and 41 U.S.C. 351, et seq.).     
 
 ____ (5) 52.222-47, SCA Minimum Wages and Fringe Benefits Applicable to Successor 
Contract Pursuant to Predecessor Contractor Collective Bargaining Agreement (CBA) (41 
U.S.C. 351, et seq.).     
 
 ____ (6) 52.222-50, Nondisplacement of Qualified Workers (Executive Order 12933).     
 
(d) Comptroller General Examination of Record. The Contractor shall comply with the 
provisions of this paragraph (d) if this contract was awarded using other than sealed bid, is in 
excess of the simplified acquisition threshold, and does not contain the clause at 52.215-2, Audit 
and Records--Negotiation.  
 
(1) The Comptroller General of the United States, or an authorized representative of the 
Comptroller General, shall have access to and right to examine any of the Contractor's directly 
pertinent records involving transactions related to this contract.  
 
(2) The Contractor shall make available at its offices at all reasonable times the records, 
materials, and other evidence for examination, audit, or reproduction, until 3 years after final 
payment under this contract or for any shorter period specified in FAR Subpart 4.7, Contractor 
Records Retention, of the other clauses of this contract. If this contract is completely or partially 
terminated, the records relating to the work terminated shall be made available for 3 years after 
any resulting final termination settlement. Records relating to appeals under the disputes clause 
or to litigation or the settlement of claims arising under or relating to this contract shall be made 
available until such appeals, litigation, or claims are finally resolved.  
 
(3) As used in this clause, records include books, documents, accounting procedures and 
practices, and other data, regardless of type and regardless of form. This does not require the 
Contractor to create or maintain any record that the Contractor does not maintain in the ordinary 
course of business or pursuant to a provision of law.  
 
(e) Notwithstand ing the requirements of the clauses in paragraphs (a), (b), (c) or (d) of this 
clause, the Contractor is not required to include any FAR clause, other than those listed below 
(and as may be required by an addenda to this paragraph to establish the reasonableness of prices 
under Part 15), in a subcontract for commercial items or commercial components--  
 
(1) 52.222-26, Equal Opportunity (E.O. 11246);  
 
(2) 52.222-35, Affirmative Action for Disabled Veterans and Veterans of the Vietnam Era  (38 
U.S.C. 2012(a));  
 
(3) 52.222-36, Affirmative Action for Workers with Disabilities (29 U.S.C. 793);  
 
(4) 52.247-64, Preference for Privately-Owned U.S.- Flag Commercial Vessels (46 U.S.C. 
1241)(flow down not required for subcontracts awarded beginning May 1, 1996)., and 
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(5) 52.222-41, Service Contract Act of 1965, As Amended (41 U.S.C. 351, et seq.). 
 
(End of clause) 
 
   
 
 


